SIJIL GUNA PAKAI (4) renaca

CERTIFICATE OF PRODUCT ACCEPTANCE = NASIONAL BErHAD

Serial No : D2020-0048

Manufacturer / Assembler

EVERSAFE EXTINGUISHER SDN. BHD.
Lot 878, Jalan Subang 9,

Taman Perindustrian Subang,

47500 Subang Jaya

Selangor Darul Ehsan

Itemn / Equipment
FIRE EXTINGUISHING SYSTEMS

Make / Model
EVERSAFE NAF S 125 CLEAN AGENT EXTINGUISHING SYSTEM

Qualification

Based on the assessment by TNB Labs Sdn. Bhd., the above equipment has complied
with the specified requirements of TNB Technical Specification named below and is
hereby accepted for use in the TNB system.

TNBD Technical Specification :
KEJ06401:2011, Rev.2 (Approved Date : 22" July 201 1)
Specification for ‘Sistem Pemadam Kebakaran’

This certificate shall be read together with the attachment(s).

Distribution Network Division WAN NAZMY B

Tenaga Nasional Berhad
Aras 11, Wisma TNB Head (Asset Ma

No. 19, JalanTimur ~ Distribution Network Division, TNB

46200 Petaling Jaya
Selangor Darul Ehsan

Certified since : 22" February 2017
Tel: +603-79679216

Fax:+603-79609216 Issue Date 2 7t July 2020

http://www.tnb.com.my Expiry Date - 295t May 2023

Certification is subject to the terms and conditions overleaf




TENAGA
=5 NASIONAL BERHAD

Serial No : D2020-0048

i. FIRE SUPPRESSION SYSTEM HARDWARE & APPROVAL
= | .. * REQUIREMENT
PART NAME PART NUMBER | MANUFACTURER | & TESTING
o s L NETHORS |

- APPROVAL
BODY

FILE NUMBER

Extingui#hing Agent

NAF S 125 (HFC-125) NIL Safety Hi-Tech UL-2166 GARZ2.EX5694

Discharge Valve Including Siphon Tube

SHT V20 SH20025128
SHT V25 SH20025145
SHT V40 SH20025190

Safety Hi-Tech UL-2166 GAQF.EX15573

SHT V65 SH20025001

[Escha'rge Container (Storage Cyl'mdér) v
5.0L SH10005004

13.4L SH10013004
26.8L SH10027004
40.2L SH10040004

67.5L SH10068004
75.0L SH10075004
100.0L SH10950102
120.0L SH10120102
175.0L SH11756000
240.0L SH12406000

Safety Hi-Tech UL-2166 GAQF.EX15573

Discharge Hose

RIGID HOSE 2 % *“ for
SHT V65

SH23070204

HOSE R2 17 400M
V25 - MODULAR

PTFE RELEASE HOSE
G.1/8” X 160MM

SH30502140

SH30503290 Safety Hi-Tech UL-2166 GAQF.EX15573

R2 HOSE 1" 400MM

SH30506001
V25 - BANK

TF HOSE 1/4*580

CONES SH30506014

Issue date : 20" October 2020
(Issue 2, replacing issue 1 dated 7" July 2020)

Valid until 1 21t May 2023
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Serial No : D2020-0048

FIRE SUPPRESSION SYSTEM HARDWARE & APPROVAL (Cont.)

& TESTING
METHODS

HOSE R2 %” 400MM

V20 SH30506070

RIGID HOSE 1 2"
V40 — BANK

RIGID HOSE 1 %%”
V40 - MODULAR

TF HOSE % " 700
CONES

SH30508000

Safety Hi-Tech UL-2166 GAQF.EX15573
SH30508080

SH30522001

Maﬁifglq Cf}gc}k; Vah)e_; (Non Return Valve — One Way Valve) ‘

NON RETURN VALVE
1

NON RETURN VALVE
o

NON RETURN VALVE
V65 MANIFOLD 47

Discharge Nozzle '-

SH21006300

SH21006302 Safety Hi-Tech UL-2166 GAQF.EX15573

SH23070221

STEEL CHROMIUM
PLATED NOZZLE 360 SH30400001
NS

STEEL CHROMIUM
PLATED NOZZLE 360 SH30400002
340

STEEL CHROMIUM
PLATED NOZZLE 360 SH30400003
1

STEEL CHROMIUM .
PLATED NOZZLE 360 SH30400004 Safety Hi-Tech UL-2166 GAQF.EX15573
17"

STEEL CHROMIUM
PLATED NOZZLE 360 SH30400005
1%

STEEL CHROMIUM
PLATED NOZZLE 360 SH30400006
o

STEEL CHROMIUM
PLATED NOZZLE SH30400008
180%%"

Issue date : 20" October 2020
(Issue 2, replacing issue 1 dated 7" July 2020)

Valid until : 215t May 2023
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Serial No : D2020-0048

ii. FIRE SUPPRESSION SYSTEM HARDWARE & APPROVAL (Cont.)

~ PARTNAME PART | MANUFACTURER | REQUIREMENT
S
. |  METHODS

NUMBER
Dis.éh,arQe-,Nozzle
STEEL CHROMIUM
PLATED NOZZLE SH30400009
180 %’

STEEL CHROMIUM
PLATED NOZZLE 180 1”

STEEL CHROMIUM
PLATED NOZZLE SH30400011 Safety Hi-Tech UL-2166 GAQF.EX15573
180 14"

STEEL CHROMIUM
PLATED NOZZLE 180 SH30400012
1%

STEEL CHROMIUM
PLATED NOZZLE 180 2"
Eisch?fge Actuation

SOLENOID VALVE —
MODULAR

SOLENOID VALVE -
OUTLET 1/8” INOX

SH30400010

SH30400013

SH21006404

SH31009401

Safety Hi-Tech UL-2166 GAQF.EX15573
MANUAL RELEASE SH31009402

PNEUMATIC MANUAL
RELEASE

PILOT —N2 3L CYL SH70025411

SH70025411

Pressure Gauge

Covered under item no.:
02 Discharge Valve

Safety Hi-Tech UL-2166 GAQF.EX15573

Pressure Switch

Pressure Switch SH30330010 Safety Hi-Tech I UL-2166 GAQF.EX15573

Cylinder Bracket

EVERSAFE Bracket EVERSAFE

Discharge Manifold

EVERSAFE Manifold EVERSAFE

System

EVERSAFE NAF S 125

EXTINGUISHING EVERSAFE UL 2166 GAQF.EX15573
SYSTEM

Issue date : 20™ October 2020
(Issue 2, replacing issue 1 dated 7™ July 2020)

Valid until : 215t May 2023
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PART NAME

PART |
~ NUMBER

Releasing Agent Control Panel

QUAESTOR-SZU Panel

SHC80003

Safety Hi-Tech

ii. FIRE ALARM AND DETECTION SYSTEM HARDWARE & APPROVAL

TENAGA
NASIONAL BerHAD

Serial No : D2020-0048

'REQUIREMENT & |

TESTING

|

APPROVAL

} FILENUMBER

BODY

~_ METHODS

UL 864

uL

SYZV. §25324

Conventional Three Zone
Panel

EP203

Computionics

EN 12094
EN 54

176¢

SIGMA A-XT Panel

Manual Discharge Station

EE1810-13

UL-864

Manual Extinguishant
Release (built-in feature
in control panel)

SHC80003

Safety Hi-Tech

U0JZ.836160

Kentec Electronic

SYZV. $25324

Manual Extinguishant
Release (Built-in Control
Panel)

EE1810-13

Efficient Care

UL 864

UOJZ.536160

EVERSAFE Manual Call
Point

EE-302 & EE-
302M

MS 1745-11/BS EN
54-11 (Clause 4.2)

MS 1745-11/

BS EN 54-11
(Clause 4.2)

JBPM/IP/
BKK:700 -
7/2/14-19 (11)

R S G Manual Pull
Station

RMS

RSG

Potter Manual Pull
Station

RMS

POTTER

Protectowire Manual Pull
Station

SG -42

Signal
Communications

Manual Abort Station

UNIU .S2984

UNIU .S6569

UNIU .S5654

QUAESTOR - U ABORT
SWITCH

SHW80001

Safety Hi-Tech

UOXX.525324

Smoke Detector

VENATOR - DU
OPTICAL

SHDY0006

VENATOR - DU
IONISATION

SHD90005

Safety Hi-Tech

UROX.S25274

APOLLO

55000-326

APOLLO

UROX.55022

CDX Conventional

SOC-E3N

Hochiki

358¢c

Optical Smoke with Thermal Detector

N/A

N/A

Heat Detector

VENATOR — DU 135F

SHDY0007

VENATOR — DU 200F

SHDY0008

Safety Hi-Tech

APOLLO

55000-139

APOLLO

UQGS.S25273

UQGS.S5053

Rate of Rise & Fixed
Temperature Heat

Detector

DCD

Hochiki

117g-(c-3)

: 20t October 2020
(Issue 2, replacing issue 1 dated 7" July 2020)

Issue date
Valid until : 215t May 2023
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Serial No : D2020-0048

ii. FIRE ALARM AND DETECTION SYSTEM HARDWARE & APPROVAL (Cont.)

PA I ) | REQUIREMENT | APPROVAL | FILE NUMBER
METHODS

Alarm Bell

JBPM/IP/
MS 1745-3/
EVERSAFE ALARM Efficient Care BKK:700 — 7/2/15-
BELL BS EN 54-3 8 (11)

JBPM/IP/
DEMCO BS EN 54-3 BKK:700-7/2/15-
14(18)

LED Beacpﬁ ‘ .
N/A

Extinguishing Dischar_ge Sign

JBPM/IP/
KAWAPI KP - 305 Efficient Care BKK:700 — 7/7Jld.1
(25)

JBPM/IP /
DEMCO D-104WP/L BKK:700 — 7/7J1d.9
(47)

Backup Battery

YUASA NP Series NP 7-12
Sealed Lead Acid Battery BAZR2.MH12970

NP 12-12

GS YUASA
GP Sealed Lead Acid GPP-1272 : UL 1989
Battery GPA Technologies

GPP-12120 BAZR2.MH21247
GPP-12170

LED Flashing Light Complete With Buzzer

N/A N/A N/A

LED Evacuate Signal

JBPM/IP/
KAWAPI Evacuation Sign Efficient Care BKK:700 — 7/7J1d.1
(25)

JBPM/IP/
DEMCO Evacuation Sign D-110L BKK:700 - 7/7Jid.9

(47)

Power Line Lightning Arrestor 240 VAC

OBO BETTERMANN
Surge Arrester

EN 61643-11

V20 OBOQ Bettermann 18774-004-00

240PKT40 2010EL1452

240-15A-
PEKAT Surge Protective PKT40 PEKAT Teknologi MS IEC 2019EAOS531

Device 61643-1
240-5A-PKT10 2019EA0529

240-5A-PKT20 2019EAO530

Issue date : 20" October 2020
(Issue 2, replacing issue 1 dated 7" July 2020)

Valid until  : 215t May 2023
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= NASIONAL BERHAD

Serial No : D2020-0048

ii. FIRE ALARM AND DETECTION SYSTEM HARDWARE & APPROVAL (Cont.)

PART NAME PART NUMBER | MANUFACTURER | REQUIREMENT | APPROVAL | FILE NUMBER
‘ e . . EsTNe :

Signal Line Lightning Arrestor 24 VDC

OBO BETTERMANN FRD - 24

Isolated Loop Circuit OBO Bettermann UL 497B UL QVGQ.E343497
Protector FLD - 24

SP1-5PKT-DC IEC 61643-21 191206002
PEKAT Signal Surge C6 Shenzhen

1 : PEKAT Teknologi ITU-K.20, K21 & Lebos
Protective Device SP-24PKT-DC K.45 Technology 09052702

Issue date : 20t October 2020
(Issue 2, replacing issue 1 dated 7™ July 2020)

Valid until : 215t May 2023
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(Formerly known as TNBR QATS)
(A wholly owned subsidiary of TNB Research Sdn. Bhd.)

Ruj. Kami * TNBL/QA/Bhg.1/PC/CA/EXE/2/20
Tarikh 1% November 2020
Kepada :  Eversafe Extinguisher Sdn. Bhd.

Lot 878, Jalan Subang 9
Taman Perindustrian Subang
47500 Subang Jaya
Selangor

(U/P: Encik Ken Cheah)

Faks : 03 - 8922 1873

PERKARA : PERMOHONAN SIJIL GUNA PAKAI (SGP) PRODUK
- PERUBAHAN MAKLUMAT

Perkara di atas adalah dirujuk.
Dengan ini dimaklumkan bahawa sijil yang dinyatakan di bawah telah sedia untuk diambil.

BIL ITEM / PERKAKASAN NO. SIRI
3 51255 EXTINGUISHING SYSTEMS (JENAMA/MODEL: EVERSAFE NAF S D2020-0048
& SIZF%E EXTINGUISHING SYSTEMS (JENAMA/MODEL: EVERSAFE NAF S D2020-0049

Sila hubungi Persijilan Produk, Unit Jaminan Kualiti untuk urusan pengambilan sijil-sijil di talian
03-89225000 ext. 6081 (Pn. Nadiatul Hairannee) atau 03-89225162 (Cik Zaer Suhaily Bahari).

Sekian.

(Ir. Ts. BIN MAT)
Ketua (Persijilan Produk)
Jaminan Kualiti

TNB Labs Sdn. Bhd.

NOTIS PENERIMAAN
TNBL/QA/Bhg.1/PC/CA/EXE/2/20
Saya mengesahkan bahawa saya telah menerima surat pemberitahuan ini dan maklumat yang
tertera di Sijil Guna Pakai ini adalah benar.

Tandatangan Tarikh

Nama : Cop Syarikat

(STanDARDD)

e

14S ISOAEC 17020
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@DAR@
N =

MS ISOAEC 17026
TESTING

SAMM NO. 184 INSPECTION 002

No. 1 Lorong Ayer Itam, Kawasan Institusi Penyelidikan,
P.O. Box 80. 43000 Kaiana. Selangor Darul Ehsan



